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15A-4-102 Amendments to IBC applicable to Brian Head Town.
          The following amendment is adopted as an amendment to the IBC for Brian Head Town,

Subsection 15A-3-104(6) that amends IBC, Section (F)903.2.8, is deleted and replaced with the
following: "(F)903.2.8 Group R.  An automatic sprinkler system installed in accordance with Section
(F)903.3 shall be provided throughout all buildings with a Group R fire area.

Exception:

1.  Detached one and two family dwellings and multiple single-family dwellings (townhouses)
constructed in accordance with the International Residential Code for one and two-family
dwellings.  Except that an automatic fire sprinkler system shall be installed in all one- and two-
family dwellings and townhouses over 3,000 square feet in size of defined living space (garage
is excluded from defined living space) in accordance with Section (F)903.3.1 of the International
Building Code.  In areas not served by Brian Head Town culinary water services, NFPA Standard
1142 for water supplies for rural fire fighting shall apply.  Any one- and two-family dwellings and
townhouses that are difficult to locate or access, as determined by the authority having jurisdiction,
shall be required to follow the guidelines as set forth in the NFPA Standard 1142 regardless of the
size of the building.

2.  Group R-4 fire areas not more than 4,500 gross square feet and not containing more than 16
residents, provided the building is equipped throughout with an approved fire alarm system that is
interconnected and receives its primary power from the building wiring and a commercial power
system."

Enacted by Chapter 14, 2011 General Session


